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Abstract
Within the simulation of buildings’ energy perfor-
mance, Occupant Behavior is often modelled only
through fixed and repeated profiles. The incorrect
simulation of occupant behavior can however lead to
the so called Energy Performance Gap both in new
and retrofitted buildings. In this work, we demon-
strate how integrating real occupants’ profiles related
to the opening and closing of windows can positively
affect the results of the dynamic performance sim-
ulation of buildings. Within this scope, we mod-
elled (Dymola, Modelica) two 10-apartments build-
ings and their HVAC systems, and simulated those
under two main scenarios, one with a fixed air change
rate through windows, one including opening and
closing cycles as monitored in the real building. In-
cluding realistic windows’ ventilation can improve the
simulation results, but a holistic occupant behavior
is highly necessary to get reliable and accurate build-
ings’ simulations.
Introduction
The energy performance gap (EPG) of buildings
(Galvin, 2014) is a well-known phenomenon and af-
fects both new (Menezes et al., 2012; Dall’O’ et al.,
2012) and retrofitted buildings (Haas and Biermayr,
2000; Tronchin and Fabbri, 2008). Those buildings
are often less performing than predicted, while old
buildings, in contrast, use often less energy than ex-
pected. Dynamic building models are often used to
predict the energy performance of buildings more ac-
curately than static energy balance procedures (e.g.
procedures described in guidelines and standards, to
produce energy labels). However, such dynamic mod-
els are often simulated using standard occupants’ pro-
files: the set temperature of rooms, the air change
rate through windows, the heat gains and the sun
blinds are often set to constant values, or varies fol-
lowing a given profile. Beside the advantage of bet-
ter predictions of the energy performance of build-
ings, accurate occupants models could be integrated
in model predictive control systems of buildings to op-
timise HVAC operations and hence reduce energy use
and CO2 emissions of buildings, or could be imple-
mented to test the interaction of one or more build-
ings with the energy grids in grid simulations (Molitor
et al., 2012), or for the purpose of testing hardware
(Molitor et al., 2012) or software in the loop (Moli-
tor et al., 2011). For those reasons, in recent years,
the scientific community is striving for implementing
consistent and robust occupant behaviour models into
the simulation of the buildings’ energy performance
(e.g. within the IEA Annex 66 and Annex 79).
Including proper models of occupant behavior (OB)
in buildings is connected to a high modelling and sim-
ulation effort, and the scientific community does not
yet have a holistic model to simulate OB. Effort has
been spent in understanding modelling the OB espe-
cially related to natural ventilation, and Fabi et al.
(2012) offer a optimal literature review on this topic
and put the basis for future development of OB mod-
els. In this work, we investigate how the inclusion
of real opening and closing cycles of windows within
a building energy performance simulation influences
the simulated energy performance, and hence try to
answer the questions:
• Can the inclusion of observed opening and clos-
ing window cycles in building energy perfor-
mance simulation lead to better predictions of
the energy use in buildings?
• Can the only inclusion of opening and closing cy-
cles of windows be enough to get accurate build-
ings’ energy performance predictions?
To tackle those research questions, we selected two
buildings (with different ventilation systems) from a
field test of nine buildings, described in details in Cal`ı
et al., 2011a,b. We searched for models able to simu-
late the air change through open windows, and hence
tested and implemented three different models and
selected the most suitable model. Moreover, we sim-
ulated two main simulation scenarios and compared
those to the real energy use of the buildings. In a sce-
nario no. one, the air change rate of the buildings is
constant, while scenario no. two, this varies depend-
ing on the observed windows’ state (open/closed) and
the average opening angle of windows (we selected
three average opening angles, 6◦, 8◦, 10◦). Models
and results of this paper are based on (Cal`ı, 2016).
Models of the buildings and the HVAC
We modelled and simulated two buildings using the
simulation environment Dymola and the modeling
language Modelica. The models of the HVAC sys-
tems and of the building components are based on
the libraries developed at the RWTH Aachen Univer-
sity (Fuchs et al., 2015).
Figure 1: Schematic overview of the buildings’ model
as presented in Cal`ı (2016).
The main simulation model illustrated in figure 1,
comprehends:
• a weather model,
• a building model, that includes the building’s
envelope (outer walls, windows) and the inner
walls, doors, and furniture,
• a model of the heating system, including gener-
ation, storage, distribution and delivery of the
heating energy,
• a model of the ventilation system, consisting of
a module for natural ventilation and air infiltra-
tion, and a module for mechanical ventilation
and a module for air infiltration,
• and an occupants’ model, to allow for the in-
put of occupants presence and behavior profiles
(in this case the opening and closing patterns of
windows).
Description of the buildings
We selected 2 buildings out of a field test consist of
three big building blocks, each offering 3 entrances
to three buildings, with a total of 30 apartment per
building block (10 apartments per building) over five
floors (figure 2). Each apartment has a size of 72m2
of nominal floor surface (NFS, calculated based on
the German Standards following the EnEV procedure
(Deutsches Institut fu¨r Normung e.V., 2014)). The
buildings were built at the end of the fifties and were
retrofitted between 2009 and 2011. For the purpose
of this study, we selected building B2E3 (located in
building block 2) and building B3E1 (located in build-
ing block 3).
B2E3 16 cm insulation with λ = 0.021 W/(mK)
on the facade and on the floor of the pitched roof
and 8 cm insulation with λ = 0.024 W/(mK) on
the basement ceiling. B2E3 has double glazed win-
dows with an U-Value of 1.3 W/(mK). The windows
are equipped with sun-blinds and daylight guidance
system. B3E1 has 4 cm insulation with λ = 0.021
W/(mK) and 4 cm vacuum panels λ = 0.008 W/(mK)
on the facade, with 16 cm insulation with λ = 0.021
W/(mK) on the base of the pitched roof and 8 cm in-
Figure 2: Floor plan of each floor (Cal`ı, 2016).
sulation with λ = 0.024 W/(mK) on the basement
ceiling. B3E1 is equipped with triple glazed pas-
sive house windows and an average U-Value of 0.8
W/(m2K). Also in B3E1, the windows are equipped
with sun-blinds with daylight guidance systems.
B2E3 is connected to a district heating network. The
heat is delivered to the rooms through floor heating
panels (the bathroom also offers a towel radiator),
each controlled separately in each room through a
micro heating pump. B2E3 is equipped with a cen-
tral exhaust air ventilation system.
B3E1 is heated through a modulated, ground source
heat pump (equipped with CO2 heat probes). As for
B2E3, also in B3E1 the heat is delivered to the rooms
through floor heating panels (the bathroom also of-
fers a towel radiator), each controlled separately in
each room through a micro heating pump. In B3E1,
each apartment has an own ventilation system: This
recovers the heat from the exhaust air that was ex-
tracted from the bathroom and the kitchen, and sup-
ply this heat to the supply air to the sleeping, the liv-
ing and the children’s rooms. During standard opera-
tion mode, the ventilation system supply 70 m3/h of
air and has a heat recovery factor up to ηHR = 90%.
B2E3 is designed to use 45 kWh/(m2NFSa) while
B3E1 is designed to use 28 kWh/(m2NFSa) primary
energy for heating, ventilation and DHW production
(Cal`ı, 2016). The rooms have been monitored in
terms of CO2, VOC, temperature, humidity, illumi-
nance, window state (open/closed) and light source
with a timestamp of one minute, for over 4 years
(2010-2014), while the energy flows for heating and
DHW were also monitored at building and apartment
level. Those monitoring data were used to validated
the models of buildings and of the HVAC components
(Wesseling, 2012).
Weather model
The weather model uses the collected data from a
weather station installed in B2E3. In the model, we
approximate the direct and the diffuse solar radia-
tion, by using the observed global solar radiation from
the weather station as an input; the approximation
is based on the algorithm developed by Erbs et al.
(1982)). Moreover, the weather model calculates, for
each side of the building, the direct solar radiation.
Model of the Building Structure
We modelled the building structure with a modular
approach. Walls, floors and ceiling are modeled based
on their structure in n-layers (where ”n” represents
a set of layers, each with a specific material), hence
considering both heat transmission and heat capacity
for each single layer. Detailed windows’ and doors’
heat transmission models are integrated in the wall
models. In addition, we added in each room a ther-
mal mass in order to reproduce the effect of the heat
capacity of the furniture.
Model of the Heating System
A floor heating model developed and validated
through field test data in (Wesseling, 2012) was used
for delivering the heating energy to the rooms. A PI-
controller, controlling the volume flow of the heating
water into the radiant surfaces, ensure the set tem-
perature in the rooms is reached, emulating the con-
trol of the installed micro heating pumps. As in the
real buildings, also the simulation model has a hot
water tank with a capacity of 750 l, used for the heat-
ing system. A circulation pump installed between
the tank, the floor heating and the radiators is also
modeled. To simulate a connection to the district
heating (DH) network, the hot water tank of B2E3
is heated through an ideal hot water source, with a
fixed temperature, and a heat meter (HM) measures
the energy used by the heating system (figure 3).
Figure 3: Model scheme of the heating system of
B2E3 with a hot water tank in the center (Cal`ı, 2016).
Figure 4: Model scheme of the heating system of
B2E3 (Cal`ı, 2016).
In B3E1 we modelled a modulated heat pump (HP,
Model Heliotherm HP28E-WEB), following the spec-
ifications and the characteristic curves provided by
the heat pump producer. B3E1 also has a hot water
storage of 750 l (figure 4); in this model, the coefficient
of performance, the produced heating energy and the
consumed electrical energy are calculated based on
the characteristic curves provided by the HP pro-
ducer, hence we take into account the dependency of
the COP both on the condenser temperature and on
the evaporator temperature. The heat source of this
heat pump, consisting of 12 direct evaporation CO2
ground heat probes, has not been modeled: instead,
the heat pump has a fixed temperature boundary on
the evaporator side, set at 8 ◦C.
Air Node Model
The standard Modelica air node model represents a
volume of ideally mixed air. We upgraded this model
in order to include both the moisture in the air and
the concentration of the carbon dioxide. The model of
the volume of air is thermally connected to the walls
and to the heat sources (floor heating for all rooms,
floor heating and a radiator in the bathroom) and can
be connected to moisture and carbon dioxide sources.
Through apposite interfaces, the air exchange with
the ventilation system, the windows, the doors and
the fac¸ade (for air infiltration) is integrated in the
simulation.
Mechanical Ventilation System Model
B2E3 has an exhaust air ventilation system, where
the air enters the apartment through apposite win-
dow frame slots located in windows in the bedrooms,
living rooms and children’s rooms; then, the air
flows through the corridor, before it get extracted in
kitchens and bathrooms. For simplicity (we do not
know the air pressure on each facade, nor the posi-
tion of the doors), the air flow is considered to be
ideal and to flow as planned (the doors have appo-
site openings for air circulation). We hence ignore
changes in the air flow caused by special configura-
tions of the state (open/close) of windows and doors.
For B2E3, we consider the air constantly flowing as
follows:
• from the outdoor to the living, sleeping, and
children’s, room respectively with 30 m3/h, 20
m3/h and 20 m3/h,
• then flowing from those rooms to the corridor,
• finally extracted in the kitchen and the bath-
room, with 35 m3/h each room.
Each apartments in B3E1 has a heat recovery unit.
We modelled this unit as an air to air heat exchanger
(where the overall coefficient of heat transfer of the
heat exchanger depends on the geometry of the heat
exchanger and on the heat transfer coefficient α of
each side of the heat exchanger), following the VDI
”Waermetlas” (VDI, 2002). Cal`ı (2016) offers a de-
scription of our implementation of this model.
Windows’ ventilation model
From the literature, we selected three models able to
simulate the air exchange through windows without
simulating the entire fluid dynamic: A model is based
on the European standard DIN-EN-15242 (2007), a
model based on laboratory measurements and devel-
oped by Hall (2004), a model (developed mainly for
summer time ventilation) deployed by (Schnieders,
2003). A comparison of those models, motivating our
choice, is provided in Cal`ı (2016). We have chosen
the model described by the European standard DIN-
EN-15242 (2007), which offers a general approach to
model the air change through the windows, for any
window opening angle. The volume flow is modeled
based on the geometry of the window, the wind turbu-
lence, the wind speed and the thermal buoyant forces.
There is no distinction between classic opening and
tilted opening of the window.
Check of the room model
In order to check the validity of our ventilation models
(the heating system model was validated in Wessel-
ing (2012)), we simulated, under four scenarios, the
model of a children room, intended as the combina-
tion of the air node and the construction elements
(walls, ceiling, floor, windows and doors). We hence
compared the simulated indoor temperature to the
observed room temperature. The temperature of ad-
jacent rooms is set as recorded by the monitoring sys-
tem. The room is simulated together to the weather
model, hence the observed weather is provided as an
input. The comparison is made for May 2013 (no
heating). The four simulated scenarios are described
Table 1: description of the simulated scenarios
Scenario No. of
Occup.
Window
vent.
Blinds
automat.
1 0 No No
2 1 No Yes
3 0 Yes Yes
4 1 Yes Yes
in table 1 and differ in terms of presence of occupants
(producing internal gain), modelling of natural venti-
lation and automatic use of blinds. The results of the
four scenarios can be found in Cal`ı (2016), while here
we only compare scenario 1 (S1) to scenario 4 (S4).
Figure 5 shows the observed and the simulated room
temperature under S1, both in form of histograms
and of time series: the room has no occupants, the
ventilation is considered running constantly at stan-
dard values (nACH,tot=0.55 1/h and the shading sys-
tem is off. Compared to the observed room tem-
perature, the simulated temperature under S1 shows
higher peaks (due to excessive solar gains, not avoided
by the blinds) and has no temperature drops due to
natural ventilation (opening of windows).
In S4 (figure 6), the room is simulated with the con-
stant presence of one occupant; the ventilation is sim-
ulated as under S1 and the shading system is active
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Figure 5: S1, observed vs. simulated room tempera-
ture in a children room, Cal`ı (2016)
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Figure 6: S4, 0bserved vs. simulated room tempera-
ture in a children room, Cal`ı (2016)
and shades the window as soon as the direct solar
radiation on the window is over 500 W/m2. Under
S4, the observed and the simulated room temperature
correlate better than for all other scenarios: the shape
of the frequency density histograms of the observed
and the simulated temperature are similar, the his-
togram of the frequency density of the temperature
difference (simulated - observed temperature) is nar-
row and almost centered, the temperature profiles are
similar.
Looking at the temperature profiles in figure 6, we
can see how some days the model fits the reality, while
in other days the simulated temperature is over 1 K
higher than the real temperature. A comparison be-
tween S3 and S4 (Cal`ı, 2016) demonstrates how sensi-
tive the model is to the presence of one occupant (and
hence to the heat this occupant generates: however,
no information about the real occupancy of the apart-
ments is available. Also, the use of the blinding sys-
tem plays strongly affects the room temperature, as
verified by comparing the results of S1 and S2 (Cal`ı,
2016). However, also information about how the oc-
cupants interacted with the blinding is not available.
Energy Performance Simulation
The simulations results illustrated in this work are
obtained under the following settings:
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• The rooms set temperature is set to 20◦C;
• Shading system: off;
Further, we used the following boundaries:
• The cellar temperature is set to 16◦C;
• The stairs temperature is set to 18◦C;
• The temperature of the ground, used ad heat
source of the heat pump, is constantly set to 8◦C;
• The temperature of the apartments in the neigh-
boring entrance is set to 22◦C;
• Constant internal gains set to 5 W/m2as recom-
mended in the DIN standard 4108-6;
• Wind direction is not considered (the wind has
the same speed on each side of the building);
• In each room, the furniture is modeled as a
100kg mass of wood.
The two buildings were simulated under real weather
conditions in the heating period between 2012 and
2013 (we refer here to the heating period, as the pe-
riod between January and April, and between Octo-
ber and December). The buildings were simulated
under two main scenarios:
1. Scenario 1 (S1): Ventilation through constant air
change rate (nACH,tot 0.55 1/h for B2E3, nACH,tot
0.6 1/h for B3E1. Those values are based on the
DIN standard 4108-06 and include both natural
and mechanical ventilation).
2. Scenario 2 (S2): Constant mechanical ventilation
(nACH,mech 0.4 1/h for B2E3 as implemented in
the real buildings, nACH,mech 0.3 1/h for B3E1
(however, in real buildings occupants can still
switch off the ventilation system, or switch it on in
standard (0.3 ACH) and max (0.6 ACH) mode),
variable air infiltration, real window state profiles
for natural ventilation.
Since the real opening angle of the windows was not
monitored, and Windows in tilted state have an open-
ing angle between 3 and 5 (Fritzner, Klaus, Finke, Ul-
rich, 2012), we simulated 3 sub-scenarios with differ-
ent opening angles, to simply represent possible com-
binations of tilted and completely open windows:
• Scenario S2.A β=6◦,
• Scenario S2.B β=8◦,
• Scenario S2.C β=10◦.
Figure 7 provides an extract of the key monitoring
data of the buildings. For B2E3 only for 60 windows’
panels the state was correctly registered, out of the 70
monitored window panels (children rooms and sleep-
ing rooms have each two independent opening panels
plus a third secondary panel, that can only be opened
when the first panel is open; the secondary panel was
not monitored). For the remaining 10 window panels,
no information is available. For B3E1, the position
of 67 window panels is known. Within the simula-
tion, the window panels for which the position is un-
known, are simulated as closed; as a consequence, the
overall average time with windows open is artificially
reduced. Figure 7 shows the average time with win-
dows open, is calculated based only on the window
panels for which the data is available.
Entire 
year
Heating 
period
Entire year Heating period
Heating period 
incl. sensor 
failures
Abs. Rel.
2012 22.4 21.5 26.9% 9.0% 7.7%
2013 22.3 21.6 24.6% 7.5% 6.4%
2012 23.5 22.6 29.7% 9.9% 9.4%
2013 23.7 22.9 26.7% 7.7% 7.4%
B2E3
B3E1 3
14%
4%
No. of Windows 
with sensor failureMean time with Windows Open
Mean indoor temp. 
in °C
10
Figure 7: Observed average indoor temperature, aver-
age time of windows in open state, number of windows
with sensor failure (no data available), Cal`ı (2016).
Heating energy use of the buildings
We compare here the simulated heating energy use
of B2E3 and B3E1, for all scenarios, to the observed-
one.
Figure 8 shows the observed and the simulated heat-
ing energy use for B2E3 in the year 2012 (up) and
2013 (buttom). The simulation scenario with natu-
ral ventilation leads to more realistic results than the
scenario with a constant air change rate for both sim-
ulated years. In particular, S2.B can best reproduce
the real energy use observed in 2012, while S2.C can
best reproduce the energy use in 2013. Moreover, de-
pending on the month, S2.A, S2.B or S2.C may better
reproduce the real energy use. This can be explained
by changes in behavior of the occupants, e.g. related
to different window opening angles (tilted, completely
open) depending upon the outdoor temperature, dif-
ferent use of the shading system and different settings
for the heating system, as explained in Cal`ı (2016).
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Figure 8: B2E3: Observed energy use (red), simulated
energy use under S1 (grey), simulated energy use un-
der S2: The golden bars represents S2.B (β=8◦), the
error bars the results of S2.A (β=6◦, lower error bar)
and S2.C (β=10◦, upper error bar), Cal`ı (2016)
The observed and the simulated heating energy use
for B3E1 in the year 2012 and 2013 are shown in Fig-
ure 9. In this case, the results are ambiguous. B3E1
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Figure 9: B3E1, same legend as figure 8, source: Cal`ı
(2016)
reduces by over 20 % the monthly average energy use
from 2.4 kWh/(m2M) to only 1.9 kWh/(m2M), even
if the heating period 2013 was colder than the heat-
ing period 2012. We can explain this change partly
by a change in behavior regarding the natural ven-
tilation. The time with opened windows changes for
B3E1 from 9.9 % to 7.7 %, as shown in figure 7. How-
ever, during the heating period, the observed average
indoor temperature is 0.3 K higher in 2013 than in
2012. Due to the weather conditions, scenario S1 pre-
dicts higher energy use for 2013 than for 2012, while,
the inclusion of the observed windows opening cycles
in scenario S2 mitigates this effect and correctly pre-
dicts a lower energy use for 2013 compared to 2012,
as for the real, observed energy use.
During December 2012, January and February 2013,
none of the scenarios is able to reproduce the observed
heating energy use for B3E1. All in all, for 2012, sce-
nario S2.A best reproduces the observed heating en-
ergy use. On one hand, for the heating period 2013,
scenario S1 has the smallest average error referred to
the observed heating energy use. On the other hand,
if we exclude the first two months of 2013, Scenario
S2.A again best follows the seasonal changes of the
observed energy use.
Considering both heating periods, S2.A can better
reproduce the observed heating energy use for B3E1:
the observed average monthly heating energy use is in
fact equal to 2.2 kWh/(m2M), the simulated energy
use under S1 is equal to 1.7 kWh/(m2M), under S2.A
is equal to 2.4 kWh/(m2M).
Moreover, while for B2E3 a larger window opening
angle (8◦ for 2012 and 10◦ for 2013) provides the best
prediction of the energy use, for B3E1 6◦ is the most
realistic opening angle (and most likely 5◦ would be
more appropriate to simulate B3E1 in 2013): the dif-
ference could derive by different OB, especially in re-
spect to the use of windows. However, the bigger
opening angle for B2E3 under S2 is probably mostly
due to the fact that the data of 10 windows pan-
els was missing (while only 3 panels are missing for
B3E1), and those windows were therefore (unrealis-
tically) considered as closed. Therefore, the higher
window opening angle probably compensates this un-
derestimation of windows in open state.
Regarding the total energy use in buildings, the in-
tegration of a simple natural ventilation model for
window opening cycles can lead to more realistic pre-
dictions of the heating energy use of buildings within
a building energy performance simulation. However,
the average window opening angle can have a huge
impact on the simulation results. Hence, this aspect
should be further analyzed in future demonstration
studies, where the opening angle of windows could be
monitored.
Heating energy use at apartment level
The integration of the occupants’ behavior in dy-
namic building simulations can help differentiating
occupants impact on the energy performance of single
dwellings. We therefore compare here the observed
and the simulated heating energy use of the single
apartments.
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Figure 10: Energy use and related standard deviation
for the apartments of B2E3 (top) and B3E1 (bottom)
during 2012 (left) and 2013 (right), Cal`ı (2016).
Figure 10 shows the average heating energy use dur-
ing 2012 and 2013, and the related standard devia-
tion, for the apartments located in B2E3 and B3E1.
Under S1, the differences in the heating energy use
values among the apartments are due to the location
of the apartments in the buildings. Five apartments
of B2E3 have a North orientation of the gable. The
differences among apartments are smaller in B3E1,
where the gable is oriented to the south, and the
window of each sleeping room (of these gable apart-
ments), is South oriented (for the other apartments
the windows in sleeping rooms are East oriented):
hence, the apartments on the gable have more trans-
mission surface to the outside compared to the other
apartments;, but, however, these apartments receive
greater solar gains through the windows in the sleep-
ing rooms).
The differences between heating energy use among
the dwellings are clearly bigger for S2 than for S1:
On one hand, through the implementation of real
windows’ opening cycles, we can hence successfully
integrate the occupants’ behavior into the simula-
tion results. On the other hand, a comparison of
the observed and the simulated heating energy use,
apartment-wise, demonstrates how the profile of win-
dows alone cannot guarantee a perfect representation
of the energy use of each apartment. The heating
energy use values of each apartment of B3E1 during
2012 are, as an example, visualised in figure 11. While
S2.A can more realistically reproduce the observed
heating energy use than scenario S1 for 6 apartments
(A1, A2, A6, A7, A9, A10), for four apartments (A3,
A4, A5, A8) we can observe an opposite situation.
Interestingly, apartment A4 was not heated during
the entire heating period, but under scenario S2.A,
the heating energy use of this apartment is almost 3
times greater than under scenario S1: probably, the
apartment has high internal gains, the occupants keep
windows open for a relatively long time, and do not
use the heating system. In contrast, apartment A3 is
heated more under S1 than S2.A, but the observed en-
ergy use is even higher than the simulated one. Prob-
ably, in this apartments the occupants ventilate the
rooms with completely open windows for short time
periods (a higher opening angle of the windows would
better match the observed energy use) or has higher
set temperatures for the heating system, lower inter-
nal gains, or to different settings of the ventilation
system.
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Figure 11: Observed and simulated heating energy use
of the apartments in B3E1 in 2012 (Cal`ı, 2016).
In Cal`ı (2016) and Cal`ı et al. (2016) we illustrated
that, besides the different behavior regarding natural
ventilation, occupants also heat their apartments dif-
ferently. Occupants have different presence profiles,
different thermal comfort demands and different ap-
proaches when using sun blinds. This results into a
high spread of heating energy use: Many apartments
are heated by less than 5 kWh/(m2a), other apart-
ments require over 60 kWh/(m2a). We also showed
in Cal`ı et al. (2016) how some of the apartments get
enough heating energy from the neighbors and do al-
most not require any further heating energy (and still
have windows open for a long time). For this reasons,
only a holistic approach allows to model the combi-
nation of the different aspects of occupant behavior,
and hence realistically predict the energy use of each
individual dwelling. An occupants’ model for natural
window ventilation, is therefore only one step towards
the modeling of the occupant behavior as a whole.
Conclusion
Natural ventilation models can lead to two main
benefits when simulating the dynamic performance
of buildings: better predictions of the energy use,
and a diversity in the energy use among identical
apartments. However, as expected, the prediction is
still relatively imprecise, when focusing on individual
apartments. Yet, occupants affect the indoor envi-
ronment and also the performances of the buildings
through their own presence, the production of inter-
nal gains, the temperature settings, the settings of the
ventilation system and the use of sun blinds. Hence,
the differences between simulated and observed en-
ergy use at apartment level are not surprising.
Particularly relevant is how the occupants’ simulta-
neous interactions with sun blinds, settings of the
HVAC system and windows can generate issues, when
the real behavior of window opening is simulated but
the other activity ignored. In some cases, occupants
might leave the windows open over a long period while
keeping the heating switched off: hence, the simula-
tion still strives to achieve the standard set tempera-
ture of 20 ◦C, generating an unrealistically high heat-
ing energy use.
In conclusion, including an occupant behavior model
related to the natural ventilation habits of occupants
is a valuable step in the generation of more realis-
tic simulation models of buildings; However, a holis-
tic approach to simulate the behavior of occupants
should be preferred. In Cal`ı et al. (2018) a method
to generate realistic window state profiles, based on
the Markov chain technique and making use of the
monitored data from this field test, is proposed, eval-
uated and discussed. When occupancy profiles are
known, logistic regression models (Cal`ı et al., 2016)
or mixed effect models (Haldi et al., 2017) could be
used to simulate the human interaction with windows.
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